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1. INTRODUCTION

In accordance with your request, we have performed a geotechnical evaluation for the proposed
La Jolla View Reservoir Replacement Project located in La Jolla, California (Figure 1). The pro-
ject consists of construction of a new 3.11 million gallon (MG) water storage tank and associated
pipelines as well as demolition of the existing La Jolla View and Exchange Place Reservoirs.
This report presents our findings and conclusions regarding the geotechnical conditions at the

subject site, and our recommendations for the design, earthwork, and construction of this project.

2. SCOPE OF SERVICES
Our scope of services for this evaluation included the following:
Project coordination and review of readily available background materials pertaining to the

site, including geologic and topographic maps, geotechnical reports, faulting and seismic
hazard reports, and stereoscopic aerial photographs.

Review of engineering plans, previous reports, and other data provided by the client.

Performance of a site reconnaissance to observe and document existing conditions and to
mark exploratory boring locations for utility clearance by Underground Service Alert.

Acquisition of a boring permit from the County of San Diego Department of Environmental
Health (DEH).

Coordinating with environmental professionals to limit environmental impacts at the pro-
posed boring locations.

Performance of a subsurface exploration consisting of the drilling, logging, and sampling of
eight exploratory borings. Specifically, we performed three large-diameter borings which
were downhole logged by a Certified Engineering Geologist and five small-diameter bor-
ings. Bulk and in-place samples were collected and transported to our in-house geotechnical
laboratory for testing.

Performance of geotechnical laboratory testing on selected samples.

Compilation and geotechnical analysis of data obtained from our research, subsurface explo-
ration, and geotechnical laboratory testing.

Preparation of this geotechnical report presenting our findings, conclusions, and recommen-
dations for the design and construction of the proposed project.

107314001 R Geotech Final.doc 1
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3.  SITE DESCRIPTION

The La Jolla View Reservoir Replacement Project site is generally located within the City of San
Diego La Jolla Natural Park and along Country Club Drive in the La Jolla community of San Diego,
California (Figure 1). Topography of the project area is characterized by native ridges and slopes
incised by steep-sided erosional ravines. A large, westerly trending ravine is located along the
north side of Country Club Drive. Drainage at the site is by sheet flow down the flanks of existing
ridges to the ravine north of Country Club Drive. Elevations across the site range from approxi-
mately 240 feet above mean sea level (MSL) near the intersection of Soledad Avenue and
Exchange Place to approximately 650 above MSL near the intersection of Brodiaca Way and
Encelia Drive. The proposed reservoir site is located near the top of a ridge with north-, east-, and

west-facing slopes covered with low-lying chaparral and succulents.

The project site is currently occupied by two existing reservoirs. The existing La Jolla View Reser-
voir is a 0.72 MG steel tank approximately 70 feet in diameter and 30 feet in height. This reservoir,
constructed in approximately 1948, is located near the southern edge of the site near the upper end
of the large ravine that cuts across the site from east to west. An asphalt-paved access road to the
existing La Jolla View Reservoir is located northeast of the reservoir and extends to a gated en-
trance at Brodiaea Way and Encelia Drive. A buried utility water pipeline extends southwest from
the reservoir to Country Club Drive. This reservoir is partially supported on fill soils that were
placed at the time the reservoir was constructed. A roughly 30-foot-high cut slope constructed at a
slope angle of approximately %2:1 (horizontal to vertical) is located on the east side of the existing
tank. A geotechnical reconnaissance report was performed for the existing La Jolla View Reservoir

site in 2001 (LawCrandall, 2001).

A second existing reservoir, the 0.98 MG Exchange Place Reservoir, is a buried rectangular tank
located near the western end of the project, between Country Club Drive, Exchange Place,
La Jolla Knolls Drive, and Al Bahr Drive. Slopes and retaining walls up to 25 feet in height are

located on the north, east, and west sides of this reservoir.

107314001 R Geotech Final.doc 2
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4.  PROJECT DESCRIPTION

We understand that, as part of the La Jolla View Reservoir Replacement project, the existing Ex-
change Place Reservoir and La Jolla View Reservoir will be demolished. Following demolition of
the Exchange Place Reservoir, the below-grade portions of the concrete liner will be left in-place
and the resulting excavation will be filled with cuttings generated from the new reservoir site. After
demolition and removal of the tank, the site of the former La Jolla View Reservoir will be graded to

approximately restore the pre-development hillside configuration.

A new 3.11 MG La Jolla View Reservoir is proposed to be constructed on a ridge approximately
500 feet northwest of the intersection of Brodiaca Way and Encelia Drive and approximately
600 feet northeast of the existing La Jolla View Reservoir (Figure 2). Based on our current un-
derstanding of the project, the new pre-stressed concrete reservoir will be approximately 120 feet
in diameter and 40 feet in height and will be buried below the existing terrain. Excavation for the
new tank pad is anticipated to result in temporary cut slopes of up to approximately 70 feet in
height. These temporary cut slopes will be constructed at near-vertical and approximately 1:1
(horizontal to vertical) slope gradients. It is anticipated that soil nails may be used to provide
stability to the vertical portions of the temporary cut slopes. A temporary access road will pro-
vide site access from Country Club Drive. Construction of the access road as well as a temporary
stockpile along the road will include cuts and fills of up to 60 feet. A new utility water pipeline
will be constructed between the new reservoir and the intersection of Brodiaca Way and
Encelia Drive. We also understand that the existing access road northwest of Encelia Drive may

either be removed or replaced with pervious pavement.

As part of the project, a new 2,800-foot long, 30-inch diameter water pipeline will be constructed.
The new pipeline will extend southwest from the new reservoir to Country Club Drive. The pipe-
line will then extend to the northwest along Country Club Drive to the intersection of Exchange
Place and Soledad Avenue (Figure 2). While most of the pipeline is anticipated to be constructed by
open-trench methods, the section of the pipeline that crosses the deep ravine north of Country Club

Drive may utilize trenchless methods (e.g., microtunneling, jack-and-bore, etc.).
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5. SUBSURFACE EXPLORATION AND LABORATORY TESTING

Our subsurface exploration was conducted on February 19 and 20, 2014 and on March 26, 27, and
28, 2014 and consisted of the drilling, logging, and sampling of eight exploratory borings (Bor-
ings B-1 through B-8). Borings B-1 and B-2 were drilled in the area of the proposed reservoir,
Borings B-3 and B-4 were drilled at the existing La Jolla View Reservoir site, Boring B-5 was
drilled adjacent to the Muirlands Pump Station (along Country Club Drive) in the vicinity of the
proposed pipeline, and Borings B-6 through B-8 were drilled at the existing Exchange Place Reser-
voir site. Borings B-1 through B-3 were drilled using a truck-mounted drill rig equipped with
30-inch diameter bucket and solid flight augers. These borings were downhole logged by a Certi-
fied Engineering Geologist (CEG). Borings B-4 through B-8 were drilled with a truck-mounted
drill rig using 6-inch diameter hollow-stem augers. The exploratory borings were drilled to depths
of up to approximately 84 feet. The approximate locations of our exploratory borings are shown on

the maps presented in Figures 3 A through 3D. Logs of the borings are presented in Appendix A.

Relatively undisturbed and bulk samples were collected at selected depths from the borings and
transported to our in-house geotechnical laboratory for testing. Laboratory testing included in-
situ moisture content and dry density, gradation, Atterberg limits, direct shear testing, expansion
index, soil corrosivity, and R-value. The results of the in-situ moisture content and dry density
tests are shown at the corresponding sample depths on the boring logs in Appendix A. The re-

sults of the other laboratory tests performed are presented in Appendix B.

6. GEOLOGY AND SUBSURFACE CONDITIONS

Our findings regarding regional and site geology, including groundwater conditions, faulting and
seismicity, and landslides at the subject site are provided in the following sections. A regional
geologic map, geologic cross-sections, a regional faulting map, and a geologic hazards map are

presented on Figures 4 through 7.
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6.1. Regional Geologic Setting

The project area is situated in the coastal section of the Peninsular Ranges Geomorphic
Province. This geomorphic province encompasses an area that extends approximately
900 miles from the Transverse Ranges and the Los Angeles Basin south to the southern tip
of Baja California (Norris and Webb, 1990; Harden, 2004). The province varies in width
from approximately 30 to 100 miles. In general, the province consists of rugged mountains
underlain by Jurassic metavolcanic and metasedimentary rocks, and Cretaceous igneous
rocks of the southern California batholith. The portion of the province in San Diego County
that includes the project area is generally underlain by Cretaceous-, Tertiary-, and Quater-

nary-age sedimentary rock.

The Peninsular Ranges Province is traversed by a group of sub-parallel faults and fault
zones trending roughly northwest. Several of these faults, which are shown on Figure 6, are
considered active faults. The Whittier-Elsinore, San Jacinto, San Andreas, and Rose Canyon
faults are active fault systems located east and northeast of the project area and the Agua
Blanca-Coronado Bank, San Diego Trough, and San Clemente faults are active faults lo-
cated west of the project area. Major tectonic activity associated with these and other faults
within this regional tectonic framework consists primarily of right-lateral, strike-slip move-
ment. Further discussion of faulting relative to the site is provided in the Faulting and

Seismicity section of this report.

6.2.  Site Geology

Based on our subsurface evaluation and our review of published maps and reports, earth
units at the project site consist of fill and topsoil/colluvium, which mantle formational mate-
rials including very old paralic deposits (formerly designated the Lindavista Formation), the
Mount Soledad Formation, Ardath Shale, and the Cabrillo Formation. Generalized descrip-
tions of the earth units encountered during our field reconnaissance and subsurface
exploration are provided in the subsequent sections. Additional descriptions of the subsur-

face units are provided on the boring logs in Appendix A.
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6.2.1. Fill

Fill material was encountered in Borings B-2 through B-8 and is expected to underlie
various portions of the proposed project. As encountered in Boring B-2 at the proposed
reservoir site beneath the existing pavement, the fill is approximately 1-foot thick and
consists of brown, damp, soft to firm sandy clay with gravel and cobbles. At the exist-
ing La Jolla View Reservoir site, fill was encountered beneath the existing pavement
and extended to depths of greater than 20 feet. As encountered in Borings B-3 and B-4,
the fill material consists of brown, damp to moist, medium dense to dense, clayey to
sandy gravel with cobbles. In Boring B-5, the encountered fill materials consist of light
brown to brown, damp, medium dense to dense, clayey sand with scattered cobbles.
Similar fill materials are expected to underlie the pipeline alignment along Country
Club Drive. At the existing Exchange Place Reservoir site, fill was encountered beneath
the existing pavements and extended to the total depths explored (24 feet). As encoun-
tered in Borings B-6 through B-8, the fill materials consist of various shades of brown,
damp to moist, medium dense to dense, silty and clayey sand and stiff to hard, gravelly
clay. Abundant gravel and cobbles were encountered in the fill materials. Existing fill

soils are assumed to be undocumented.

6.2.2.  Topsoil/Colluvium

A mantle of topsoil/colluvium is anticipated to exist along ridges and slopes across the
site. As encountered in Borings B-1 and B-2 at the proposed reservoir site, these materi-
als are up to about 2 feet in thickness and consist of various shades of brown and gray,
moist, stiff, sandy clay. These materials were also encountered in Boring B-5 beneath
the fill materials and extended down to a depth of approximately 10 feet. As encoun-

tered, these materials consist of brown to reddish brown, moist, dense, clayey gravel.

107314001 R Geotech Final.doc 6
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6.2.3. Very Old Paralic Deposits

While not encountered in our exploratory borings, Pleistocene-age very old paralic de-
posits (Kennedy and Tan, 2008) are mapped in the vicinity of the new proposed La Jolla
View Reservoir site and across portions of the proposed pipeline alignment. This unit
was formerly designated as the Lindavista Formation on older geologic maps. The very
old paralic deposits consist of reddish brown, moderately to well-cemented silty sand-
stone with numerous gravels and cobbles and sandy conglomerate. The very old paralic
deposits unconformably overlie the Ardath Shale, Mount Soledad Formation, and

Cabrillo Formation.

6.2.4. Ardath Shale

Although not encountered in our exploratory borings, materials of the Eocene-aged Ar-
dath Shale are mapped southwest of the Country Club fault, underlying the western
portion of the proposed pipeline alignment. The Ardath Shale generally consists of light
gray to light reddish brown, finely bedded, moderately indurated, clayey siltstone with
lesser amounts of moderately to well cemented, silty fine-grained sandstone. Resistant,
well-cemented concretions and concretionary layers may be encountered within the Ar-

dath Shale. The Ardath Shale is conformably underlain by the Mount Soledad Formation.

6.2.5. Mount Soledad Formation

The Eocene-aged Mount Soledad Formation is mapped within the central portion of the
proposed water pipeline and was encountered in our Boring B-5. As encountered under-
lying fill and colluvium, this unit consists of light brown, brown, and yellowish brown,
weakly cemented, sandy and clayey siltstone and silty sandstone and conglomerate. Re-
sistant, well-cemented concretions and concretionary layers may be encountered within
the Mount Soledad Formation. The Mount Soledad Formation is conformably overlain

by the Ardath Shale and is unconformably underlain by the Cabrillo Formation.
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6.2.6. Cabrillo Formation

Materials of the Cretaceous-aged Cabrillo Formation were encountered in our Borings
B-1 through B-3 at the proposed and existing La Jolla View Reservoir sites. The
Cabrillo Formation is also expected at several locations along the proposed water pipe-
line. As encountered, materials comprising the Cabrillo Formation generally consist of
various shades of brown and gray, weakly to strongly cemented sandstone and light
brown, poorly to moderately cemented cobble conglomerate. Lesser beds of siltstone
and claystone were also encountered. The Cabrillo Formation is unconformably over-

lain by the Mount Soledad Formation.

6.3.  Geologic Structure

The Mount Soledad area is an intensely folded and faulted area, due to uplift and deformation
caused by the movement along the Rose Canyon fault. The project area is located on the west-
ern side of the Mount Soledad anticline, a shallow folded structure with limbs that dip to the
northeast and southwest. The anticline is cut and deformed by several faults including the Rose

Canyon fault, the Mount Soledad fault, the Country Club fault, and several unnamed faults.

Bedding within the Cabrillo Formation at the proposed reservoir site was observed to be undu-
latory and dipping up to 35°. Older fractures and faults were observed within the Cabrillo
Formation and were found to generally dip 55° or more to the south and west. Excavations in
areas crossed by these older fractures and faults may result in surficial block failures. Further
recommendations regarding excavation conditions can be found in the Section 8.1.11 of this re-
port. In addition, several clay seams were observed within intact portions of the Cabrillo
Formation with orientations generally consistent with that of bedding. It is our opinion that
these clay seams represent bedding-parallel shear zones (Hart, 2000) and are not indicative of
recent landsliding. Graphic representations of structural features encountered during our subsur-

face evaluation are included on Figure 5.
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6.4. Groundwater

Groundwater was not encountered in our exploratory borings. Based on the elevation and to-
pography of the area and our experience in the vicinity of the site, static groundwater is likely
to be encountered at depths greater than 85 feet below the proposed reservoir site. Static
groundwater may be encountered at shallower depths within the ravines, especially the ravine
northwest of Country Club Drive. Groundwater seepage at other elevations may be encoun-
tered and fluctuations in the groundwater level may occur due to variations in ground surface

topography, subsurface geologic conditions and structure, rainfall, irrigation, and other factors.

6.5. Faulting and Seismicity

Like other areas of southern California, the project area is considered to be seismically ac-
tive and the potential for strong ground motion is considered significant during the design
life of the proposed project improvements. Based on our review of the referenced geologic
maps and stereoscopic aerial photographs, as well as on our subsurface evaluation, the sub-
ject site is not located within a State of California Earthquake Fault Zone (EFZ), formerly
known as an Alquist-Priolo Special Studies Zone (Hart and Bryant, 1997). However, two po-
tentially active faults (i.e., faults that exhibit evidence of ground displacement in the last
2,000,000 years) have been mapped as crossing the proposed pipeline alignment (Figures 4
and 7). These faults, the Country Club fault and a shorter, unnamed fault, traverse portions

of the proposed water pipeline alignment.

The nearest known active fault is the Rose Canyon fault, located approximately 0.4 miles
northeast of the site. Table 1 lists selected principal known active faults that may affect the
subject site, the maximum moment magnitude (Mp.x) and the fault types as published for the
California Geological Survey (CGS) by Cao et al. (2003). The approximate fault-to-site dis-
tance was calculated by the United States Geological Survey (2008) National Seismic

Hazard Maps database (web-based) or was assessed from the referenced geologic maps.
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Table 1 — Principal Active Faults

Fault Dis_tan(ie Moment Magniltgde/
miles Fault Type ~

Rose Canyon 0.4 7.2/B
Coronado Bank 13 7.6/B
Newport-Inglewood (Offshore) 24 7.1/B
Elsinore (Temecula Segment) 37 6.8/A
Elsinore (Julian Segment) 39 7.1/A
Earthquake Valley 46 6.5/B
Palos Verdes 49 7.3/B
Elsinore (Glen Ivy Segment) 54 6.8/A
Elsinore (Coyote Mountain) 54 6.8/A
San Joaquin Hills 57 6.6/B
San Jacinto (Coyote Creek Segment) 60 6.8/A
Notes:
' USGS (2008)
2 Cao, et al. (2003)

In general, hazards associated with seismic activity include strong ground motion, ground

surface rupture, liquefaction, and seismically induced settlement. These hazards are dis-

cussed in the following sections.

6.5.1.

Strong Ground Motion

The 2013 California Building Code (CBC) recommends that the design of structures be

based on the spectral response accelerations in the direction of maximum horizontal re-

sponse (5 percent damped) having a 1 percent probability of collapse in 50 years. Such

spectral response accelerations represent the Risk-Targeted Maximum Considered

Earthquake (MCER) ground motion. The horizontal peak ground acceleration (PGA)

that corresponds to the MCER for the site was calculated as 0.51g using the United

States Geological Survey (USGS, 2013) seismic design tool (web-based). The mapped

and design PGA were estimated to be 0.58g and 0.34g, respectively, using the USGS
(2013) calculator and the American Society of Civil Engineers (ASCE) 7-10 Standard.
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6.5.2. Ground Surface Rupture

Based on our review of the referenced reports, geologic maps, and stereoscopic aerial
photographs, as well as on our geologic field reconnaissance and subsurface evaluation,
active faults have not been mapped and were not observed at the proposed new La Jolla
View Reservoir site. Based on this information, the potential for surface rupture on the
site is considered low. However, as previously discussed, two potentially active faults
(the Country Club fault and a shorter, unnamed fault), cross portions of the proposed
water pipeline alignment. The Country Club fault has been mapped as generally follow-
ing the ravine northwest of Country Club Drive. The short, unnamed fault parallels the
Country Club fault, approximately 800 feet northeast of Country Club Drive. The
mapped southeastern end of the unnamed fault is located roughly 200 feet southwest of
the new reservoir site. While ground surface rupture is not considered likely at these lo-
cations, it is possible. In addition, lurching or cracking of the ground surface as a result

of nearby seismic events is possible.

6.5.3.  Liquefaction and Seismically Induced Settlement

Liquefaction of cohesionless soils can be caused by strong vibratory motion due to
earthquakes. Research and historical data indicate that loose granular soils and non-
plastic silts that are saturated by a relatively shallow groundwater table are susceptible
to liquefaction. Based on the dense nature of the underlying formational materials and ab-
sence of a shallow groundwater table, it is our opinion that liquefaction and seismically

induced settlement at the project site are not design considerations.

6.6. Landsliding

Numerous landslides have been mapped in the vicinity of the project area (Figures 4 and 7).
Most of these mapped landslides appear to be the result of shallow earth flow type failures
with some deeper translational landslides located north of the project area. Based on our re-

view of published geologic literature and aerial photographs and our subsurface exploration,
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no deep-seated landslides or related features underlie the proposed reservoir site. Due to the
proposed temporary steep slopes and the fractured nature of the Cabrillo Formation, the po-
tential for shallow block failures to impact the site during construction should be

anticipated. Slope stability is discussed further in our recommendations.

While landslides have not been mapped adjacent or beneath the new reservoir site, the Law-
Crandall (2001) report indicates “...a landslide appears to underlie the existing (La Jolla View)
reservoir site...” based on LawCrandall’s review of aerial photographs and as-built reservoir
plans (City of San Diego, 1948). Evidence of deep-seated landsliding was not observed in our
exploratory borings drilled at the existing La Jolla View Reservoir site. However, the total ex-
tent of a possible landslide at the existing reservoir could not be evaluated at the time of our
field activities due to drilling access restraints. Landsliding should be further evaluated during

demolition of the existing reservoir and during earthwork for the former and new reservoir sites.

7.  CONCLUSIONS
Based on our review of the referenced background data, subsurface exploration, and laboratory testing,
it is our opinion that the proposed reservoir replacement project is feasible from a geotechnical stand-
point provided the recommendations presented in this report are incorporated into the design and
construction of the project. Due to the preliminary nature of the anticipated depth of the proposed im-
provements and the variable subsurface conditions, we recommend that our office re-evaluate our
conclusions and recommendations once final plans are available. In general, the following conclusions
were made:
The proposed reservoir site is underlain by fill, topsoil, and formational materials of the
Cabrillo Formation. Fill and topsoils are not considered suitable for structural support of the

proposed improvements in their current condition. The Cabrillo Formation is considered
suitable for structural support.

Based on our subsurface exploration, excavation at the proposed reservoir site should be
feasible with heavy-duty earthmoving equipment in good working condition. However, the
contractor should anticipate heavy ripping or rock breaking in areas of concretionary or well
cemented sandstone and conglomerate.

107314001 R Geotech Final.doc 12



La Jolla View Reservoir Replacement Project July 11, 2014
La Jolla, California Project No. 107314001

The project site is located in a seismically active zone. Accordingly, the potential for strong
seismic ground motions should be considered in the project design. A design PGA of 0.34g
was calculated for the project site.

Groundwater was not encountered in our borings. Accordingly, we do not anticipate that
groundwater will be a constraint for the proposed construction.

On-site excavations are anticipated to generate oversized materials. Additional processing
(i.e., screening or crushing) should be anticipated prior to usage as engineered fill.

Based on our limited laboratory testing, the encountered soils and formational materials are
considered corrosive.

8. RECOMMENDATIONS
Based on our understanding of the project, the following recommendations are provided for the

design and construction of the proposed improvements.

8.1.  Earthwork
In general, earthwork should be performed in accordance with the recommendations in-
cluded in this report. Ninyo & Moore should be contacted for questions regarding the

recommendations provided herein.

8.1.1. Pre-Construction Conference

We recommend that a pre-construction conference be held in order to discuss the recom-
mendations presented in this report. The owner and/or their representative, the governing
agencies’ representatives, the civil engineer, Ninyo & Moore, and the contractor should be

in attendance to discuss the work plan, project schedule, and earthwork requirements.

8.1.2.  Site Preparation

Prior to excavation and placement of fill, the project site should be cleared of abandoned
utilities (if present), and stripped of rubble, debris, vegetation, any loose, wet, or otherwise
unstable soils, as well as surface soils containing organic material. Obstructions that extend

below the finished grade, if any, should be removed and the resulting holes filled with com-
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compacted soil. Materials generated from the clearing operations should be removed from

the site and disposed of at a legal dumpsite away from the project area.

8.1.3. Remedial Grading

In general, we recommend that the on-site existing fill, topsoil, and colluvium be removed
down to competent materials in those areas where improvements or additional fill soils are
planned. The extent and depths of removals should be evaluated by Ninyo & Moore’s rep-
resentative in the field based on the materials exposed. Where required, the resulting
excavation may be filled with engineered fill soils (either on-site derived or imported) that
meet the recommendations presented in the following sections. Precautions should be

taken by the contractor when grading adjacent to existing structures.

8.1.4. Excavation Characteristics

Our evaluation of the excavation characteristics of the on-site materials is
based on the results of our exploratory borings, our site observations, and our
experience with similar materials in the general vicinity of the site. Due to the
presence of gravel, cobbles, and possible boulders along with strongly ce-
mented zones within the materials of very old paralic deposits, the Mount
Soledad Formation, and the Cabrillo Formation, difficulty in the performance of
excavations should be anticipated. The presence of rock masses, and/or strongly
cemented or concretionary zones can be problematic in a narrow trench and should be
anticipated. Consequently, special excavation methods, including heavy ripping or rock

breaking may be needed.

8.1.5. Cut/Fill Transition

The proposed reservoir should not straddle a cut/fill transition. In the instance that a
cut/fill transition condition is created beneath the reservoir through grading, one of the
two following recommendations may be implemented. The first option consists of the
overexcavation of the pad area for the new reservoirs. The overexcavation should extend

to a depth of 2 feet below the bottom of the footing elevation or one-third of the largest
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thickness of fill, whichever is deeper. Engineered fill may then be moisture-conditioned,
placed in the overexcavation, and compacted in accordance with the recommendations
herein. The reservoir pad area is defined as the structure footprint and extending 5 feet

horizontally outside of the structure footprint plus the depth of the overexcavation.

As an alternative to overexcavation, the fill portion of the cut/fill transition may be re-
moved and replaced with a controlled low strength material (CLSM). The reservoir base

may be supported on the CLSM.

8.1.6. Materials for Fill

The on-site soils with an organic content of less than approximately 3 percent by vol-
ume (or 1 percent by weight) are suitable for reuse as engineered fill. In general, fill
material should not contain rocks or lumps over approximately 3 inches, and not more
than approximately 30 percent larger than %-inch. Oversize material generated during
excavations should be disposed of off-site or broken into acceptable size material. Im-
ported fill material, if needed for the project, should generally be granular soils with a
very low to low expansion potential (ASTM International [ASTM] 4829). Import mate-
rial should also be non-corrosive in accordance with the Caltrans (2012) and American
Concrete Institute (ACI) 318 corrosion guidelines. Materials for use as fill should be

evaluated by Ninyo & Moore’s representative prior to filling or importing.

8.1.7. Compacted Fill

Prior to placement of compacted fill, the contractor should request an evaluation of the ex-
posed removal surface by Ninyo & Moore. Unless otherwise recommended, the exposed
ground surface should then be scarified to a depth of approximately 8 inches and watered
or dried, as needed, to achieve moisture contents generally above the optimum moisture
content. The scarified materials should then be compacted to a relative compaction of
90 percent as evaluated in accordance with the ASTM D 1557. The evaluation of compac-
tion by the geotechnical consultant should not be considered to preclude any requirements

for observation or approval by governing agencies. It is the contractor's responsibility to
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notify the geotechnical consultant and the appropriate governing agency when project areas

are ready for observation, and to provide reasonable time for that review.

Fill materials should be moisture-conditioned to generally above the laboratory optimum
moisture content prior to placement. The optimum moisture content will vary with material
type and other factors. Moisture-conditioning of fill soils should be generally consistent
within the soil mass. As noted, wet soils may be encountered during construction and aera-

tion/processing should be anticipated.

Prior to placement of additional compacted fill material following a delay in the grading
operations, the exposed surface of previously compacted fill should be prepared to receive

fill. Preparation may include scarification, moisture-conditioning, and recompaction.

Compacted fill should be placed in horizontal lifts of approximately 8 inches in loose
thickness. Prior to compaction, each lift should be watered or dried as needed to achieve
a moisture content generally above the laboratory optimum, mixed, and then compacted
by mechanical methods, using sheepsfoot rollers, multiple-wheel pneumatic-tired roll-
ers or other appropriate compacting rollers, to a relative compaction of 90 percent as
evaluated by ASTM D 1557. Successive lifts should be treated in a like manner until the

desired finished grades are achieved.

We understand that structural foam blocks (i.e., lightweight fill) are being considered for
use as backfill for the reservoir excavation. If structural foam blocks are used, we recom-

mend that they be placed in accordance with the manufacturer’s guidelines/specifications.
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8.1.8.  Fill Slopes

Fill slopes for the project should be constructed at an inclination of 2:1 (horizontal to verti-
cal) or flatter. We performed global slope stability of the proposed temporary 2:1
(horizontal to vertical) stockpile slope using the two-dimensional stability analysis program
GSTABL7 with STEDwin (version 2). The slope stability calculations of the stockpile
slope (section B-B’) are presented in Appendix C. The results of our analysis indicate that
the proposed 2:1 (horizontal to vertical) fill slopes will be globally stable if the fills are de-

rived from suitable materials and properly constructed as recommended in this report.

Compaction of the face of temporary and permanent fill slopes should be performed by
backrolling at intervals of 4 feet or less in vertical height, or as dictated by the capability of
the available equipment, whichever is less. Fill slopes should be backrolled utilizing a con-
ventional sheepsfoot-type roller. Care should be taken to maintain the desired moisture
conditions and/or reestablish them, as needed, prior to backrolling. The placement, mois-
ture-conditioning, and compaction of fill slope materials should be done in accordance with
the recommendations presented in the Compacted Fill section of this report. Slopes and
other exposed ground surfaces should be appropriately planted with a protective ground
cover. To enhance surficial stability, fill slopes should be planted as soon as feasible subse-
quent to grading. Erosion control and drainage devices should be installed in compliance
with the requirements of the local governing agencies as soon as feasible subsequent to

grading.

8.1.9.  Fill Placement on Sloping Ground

Fills constructed on sloping ground having an inclination steeper than 5:1 should be keyed
and benched into competent materials underlying loose soils. Keys should generally be
15 feet in width or greater and extend 3 feet or more into the competent material. The ac-
tual width of the keys and extent of removal of any existing loose surficial soil or other
native materials should be evaluated by Ninyo & Moore or the client’s designated repre-
sentative in the field during construction. In addition, key excavations should be observed

by Ninyo & Moore or the client’s designated representative prior to placing fill.
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8.1.10. Cut Slopes

The stability of cut slopes is generally affected by local geologic conditions, the gradi-
ent of the overall slope, groundwater seepage conditions and also by the excavation
technique used in creating the slope. We performed global slope stability of the proposed
temporary 1:1 (horizontal to vertical) cut slope using the two-dimensional stability analysis
program GSTABL7 with STEDwin (version 2). The slope stability calculations of the cut
slope (section C-C’) are presented in Appendix C. The results of our analysis indicate that
the proposed 1:1 (horizontal to vertical) cut slopes will be globally stable if the cuts are
made into suitable materials of the Cabrillo Formation or similar formational materials and
properly constructed as recommended in this report. Permanent cut slopes within the
Cabrillo Formation should be constructed at an inclination of 2:1 (horizontal to vertical) or
flatter. Excavation of cut slopes should include removal of near-surface residual soils
and/or weathered materials. It is recommended that cut slopes be observed by Ninyo &
Moore during grading to further evaluate their stability, the presence of geologic planes

of weakness, and to provide appropriate mitigation recommendations as needed.

Typically, in slopes excavated in ripped formational materials, loose materials may be
present in slope faces. Finish slopes should be groomed to reduce spalling of loose

materials from the slope faces.

Surface runoff should not be permitted to flow over the tops of slopes. Positive drainage
should be established away from the top of slopes. This may be accomplished by utiliz-
ing brow ditches placed at the top of cut slopes to divert surface runoft away from the

slope face where drainage devices are not otherwise available.

8.1.11. Temporary Excavations and Shoring
For temporary excavations, we recommend that the following Occupational Safety and

Health Administration (OSHA) soil classifications be used:
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Fill and Colluvium Type C
\ery Old Paralic Deposits, Mount Soledad Formation,
Ardath Shale, Cabrillo Formation Type B

Upon making the excavations, the soil classifications and excavation performance
should be evaluated in the field by the geotechnical consultant in accordance with the
OSHA regulations. Temporary excavations should be constructed in accordance with
OSHA recommendations. For trenches, jacking and receiving pits, or other excavations,
OSHA requirements regarding personnel safety should be met using appropriate shoring
(including trench boxes) or by laying back the slopes to no steeper than 1.5:1 in fill
colluvial materials and 1:1 for formational materials including very old paralic deposits,

Mount Soledad Formation, Ardath Shale, and Cabrillo Formation.

Figure 8 presents recommended lateral earth pressures for the design of braced shoring.
The recommended design pressures are based on the assumptions that the shoring sys-
tem is constructed without raising the ground surface elevation behind the shoring, that
there are no surcharge loads (such as soil stockpiles and construction materials), and
that no loads act above a 1:1 plane extending up and back from the base of the shoring
system. The contractor should include the effect of any surcharge loads on the lateral

pressures against the shoring.

Temporary excavations that encounter seepage may be shored or stabilized by placing
sandbags or gravel along the base of the seepage zone. Excavations encountering seep-
age should be evaluated on a case-by-case basis. On-site safety of personnel is the

responsibility of the contractor.

Older fractures and faults were encountered within the Cabrillo Formation during our
subsurface evaluation. Due to the proposed steep temporary slopes and the fractured
and weathered nature of the Cabrillo Formation, the potential for surficial block failures

to impact the slopes during construction should be anticipated.
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8.1.12. Backfilling of Exchange Place Reservoir

Based on our communications with Infrastructure Engineering Corporation, we under-
stand that demolition of the Exchange Place Reservoir will include the demolition of the
above-grade portions of the existing reservoir and leaving portions of the existing con-
crete liner in-place. We further understand that the portions of the liner left in-place will
be cored in several places to help facilitate drainage of water, and that the resulting exca-

vation will be backfilled with materials excavated from the La Jolla View Reservoir site.

In addition to the coring of the liner (as described above) and to further reduce the po-
tential for the accumulation of subsurface water upon the liner (and to reduce the
potential for seepage of this water through the slope face and onto the adjacent proper-
ties), we recommend that a subdrain be installed beneath the cored liner prior to the
placement of the backfill. This subdrain should consist of a 6-inch-diameter perforated
PVC pipe (Schedule 40 or approved equivalent), which is surrounded by 3 cubic feet
per lineal foot of clean crushed gravel, and wrapped in Mirafi 140N filter fabric (or ap-
proved equivalent). The subdrain should allow gravity flow of water to a nearby storm

drain or other suitable outlet.

8.1.13. Soil Nail Retaining Wall

It is our understanding that the City of San Diego is considering the use of a soil nail
wall as a method to shore portions of the proposed near-vertical temporary excavation
at the reservoir site. The wall will be approximately 350 feet in length and extend along
the eastern and southern sides of the reservoir excavation. Preliminary soil nail recom-
mendations for the subject wall are presented below. These recommendations were
developed based on the subsurface information obtained from our exploratory borings
at the proposed reservoir location (B-1 and B-2) and surface data gathered from our
geologic reconnaissance of the site. These soil nail recommendations are also based on
our understanding of the general wall profile and sections at the proposed reservoir lo-
cation. It should be noted that based on our review of the grading plans, the steep

inclination of the existing descending slope adjacent to the eastern portion of the wall may
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result in day-lighting of soil nails installed near the top of the wall. Recommendations re-
garding soil nails in this area of the site are presented in Section 8.1.13.4. We assume that
no additional fill or surcharge will be placed above the soil nail wall. In the event that
additional fill materials are to be placed and the retained heights are to be increased, the

following recommendations will need to be revisited and refined, as needed.

Based on our understanding of the proposed wall configuration, we anticipate that the soil
nail wall will utilize a typical nail spacing of 4 feet on center in both the horizontal and ver-
tical directions. An ultimate unit pullout resistance of 2,100 psf and an allowable unit
pullout resistance of 1,050 psf is estimated for the bonded portion of the nail in the materials
comprising the Cabrillo Formation. This pullout resistance is based on Table 3.10 of the
Federal Highway Administration soil nail design guideline (FHWA, 2003) and assumes ro-
tary drilling methods and gravity grouting of the soil nails. We recommend that soil nails be
inclined at an angle of 15 degrees below the horizontal plane with a minimum grout diame-

ter of 6 inches. A nail bar diameter of 1 inch is recommended for design.

For preliminary design purposes, we recommend that soil nails be designed using an un-
bonded length of 5 feet and a bonded length of 5 feet or more into the materials comprising
the Cabrillo Formation. The actual bonded length should be determined by the wall designer
based on anticipated loading considerations. The design bond length may be revised based on
the pullout testing of the nails during construction. Design of the soil nail walls should be per-
formed in accordance with FHWA soil nail wall design guideline (FHWA, 2003) and should
utilize minimum factors of safety presented in Table 5.3 of the FHWA guideline.

In the event the actual nail spacing chosen for the project is different than that recom-
mended herein, the recommendations presented above should be reevaluated and modified
as needed. The nail lengths may also need modification if underground utilities are present
near the retained areas. While preparing the soil nail layout profile, special care should be
taken in limiting the non-anchored portion of the wall (i.e., the top, bottom and the edge

segments of the wall) to less than the nail spacing (i.e., less than 4 feet in this case).
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8.1.13.1. Materials

The nail bars should conform to ASTM A615 - Grade 75 or ASTM A722 - Grade 150.
The soil nails should be epoxy coated in accordance with ASTM A775. The epoxy
coat should have a minimum thickness of approximately 0.3-inch, and should be elec-
tro-statically applied. If potentially aggressive ground conditions (i.e., low electrical
resistivity) are encountered, the use of encapsulation should be considered. Encapsu-
lation should be achieved by grouting the steel bar inside a corrugated HDPE or PVC
sleeve. A neat cement grout containing admixtures to control water bleed from the
grout should be used to fill the annular space between the bar and the sleeve. The ce-
ment grout for the nail should consist of either neat cement or a sand-cement mixture
with a minimum three-day compressive strength of 1,500 pounds per square inch (psi)
and a minimum 28-day compressive strength of 3,000 psi per ASTM C109. The ce-
ment should conform to ASTM C150, Type II/V Portland cement. Fine aggregate for
the grout mix should comply with ASTM C33. Water used for grout should potable,
clean and free from substances deleterious to concrete and steel. Testing of nail grout
during construction should be performed at a frequency no less than one test for every

50 cubic yards of grout placed or once a week, whichever occurs first.

8.1.13.2.  Nail Testing

The soil nails should be tested during construction to evaluate the design assump-
tions and the nail capacities. The contractor should provide equipment and
instrumentation needed to check the adequacy of the nails. A dial gauge capable of
measuring displacements to 0.01-inch precision should be used to measure the nail
movement. A hydraulic jack and pump should be used to apply the test load, and the
jack and a calibrated pressure gauge should be used to measure the load. The stan-
dard testing procedures typically consist of the following methods:

Verification Test — These tests are typically performed on a limited number of

sacrificial nails to check that 1) the design test load (DTL) may be safely car-
ried, 2) effective bond length corresponds to the design requirements, and 3)
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the residual movement is within tolerable range. The verification test consists
of a single cycle of incremental loading to a maximum test load of 200 percent
of the DTL in accordance with the guideline presented in Appendix Bl of
FHWA Manual for Design and Construction Monitoring of Soil Nail Walls
(Publication No. FHWA-SA-96-069R, dated October 1998). The verification
test should be conducted on at least three soil nails within the wall. The loca-
tion of the verification test nails will be provided by Ninyo & Moore once the
soil nail wall profile is developed. The sacrificial nails used for verification
tests should not be used as production nails.

Proof Test — These tests are typically performed on about 5 percent of the pro-
duction nails in each row to check that the load-deflection behavior of the
production nail is consistent with the specified acceptance criteria. The proof test
consists of a single cycle of incremental loading to a maximum test load of 150
percent of the DTL in accordance with the guideline presented in Appendix B1 of
the aforementioned FHWA Manual (1998). The location of the proof test nails
will be evaluated by Ninyo & Moore once the soil nail wall profile is developed.

The verification and proof test schedules for the nails, including the acceptance cri-

teria and repair mechanism of failed test nails, should be developed by the

contractor utilizing his experience on similar projects, the nail design/testing rec-

ommendations presented here, and the FHWA (1998) guidelines. In general, the

acceptance criteria for the tested nails should be based on the following aspects.
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For verification tests, a total creep movement of less than 2 millimeters (mm)
per log cycle of time between the 6- and 60-minute readings is measured dur-
ing creep testing and the creep rate is linear or decreasing throughout the creep
test load hold period.

For proof tests, a total creep movement of less than 1 mm is measured between
the 1- and 10-minute readings or a total creep movement of less than 2 mm is
measured between the 6- and 60-minute readings and the creep rate is linear or
decreasing throughout the creep test load hold period.

The total measured movement at the maximum test load exceeds 80 percent of
the theoretical elastic elongation of the test nail unbonded length.

A pullout failure does not occur at the maximum test load. Pullout failure is de-
fined as the load at which attempts to further increase the test load result in
continued pullout movement of the test nail. The pullout failure load shall be
recorded as part of the test data.
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The test schedules of the soil nails and the acceptance criteria should be included in
the project plans. Ninyo & Moore should be given the opportunity to review the
project plans to check compliance with design and construction recommendations

presented herein.

8.1.13.3. Shotcrete Cover

The shotcrete cover for the soil nail wall should be constructed as a reinforced con-
crete wall at vertical or near-vertical inclination. The wall should be structurally
connected to the soil nails through the bearing plate and the nail head assembly.
The portion of the wall below the nail will act as a non-structural facade to the cut

slope and may not need a footing for vertical or lateral support.

The shotcrete wall should be provided with appropriate drainage in order to reduce
build-up of hydrostatic pressure behind the wall. A limited area may exist behind
the wall for installation of a conventional pipe and gravel subdrain. Therefore, a
drain mat such as Miradrain 6000 or equivalent should be considered. The drain
mat should be installed between the soil nails along the back of the shotcrete wall.
In the wvertical direction, the drain mats should be connected to facilitate the
downslope flow of water under gravity. A perforated subdrain should be placed be-
hind the bottom of the shotcrete wall, and it should be partially or wholly wrapped
inside the lower edges of the drain mat. Water collected by the perforated subdrain

system should be routed to a suitable discharge point.

8.1.13.4. Construction Considerations

The nail installation and shotcrete wall construction should be performed by a spe-
cialized contractor having significant experience in nail installations. The
construction should be performed in a phased, “top down” manner starting at the top
of the wall and proceeding gradually to the bottom. In each phase, nail installation in

a row should be preceded by removal of unsuitable materials (e.g., loose fill and/or
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weathered bedrock) from the slope face and followed by placement of rebar cage and
drainage mat for the shotcrete wall, spraying of shotcrete onto the rebar, and finishing
and/or sculpturing the wall. Slope excavations should be performed in accordance

with the published guidelines of the OSHA.

Based on our review of the grading plans, the steep inclination of the existing de-
scending slope adjacent to the eastern portion of the proposed wall may result in day-
lighting of soil nails installed near the top of the wall. Therefore, we recommend that
soil nail installation should occur no less than 15 feet below the top of the wall along
the eastern side. This upper area may be stabilized during construction by sloping
back the cut, thereby reducing the slope angle and height of the slope. An alternative
method to ensure installation of soil nails into formational materials may include re-
ducing the length of soil nails in this area. In order to adequately reduce the length of

the soil nails, the spacing of soil nails should also be reduced.

The nails should be installed at the design angle below the horizontal plane with a tol-
erance of £2 degrees at the bearing plate. The bonded portion of the nail should be
filled with neat cement grout or a sand-cement mixture following placement of the
steel bar inside the nail hole. The unbonded portion of the nail may be filled with lean

concrete or slurry. However, the unbonded portion of the nail should be free to move.
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The performance of the soil nail should be monitored during construction. The con-
tractor should develop a monitoring plan and submit it to the City for review and
approval. As a minimum, the monitoring should include observations for and meas-
urements of 1) lateral movements of the wall face using survey markers, 2) vertical
and lateral movements of the top of the wall facing and the ground surface behind
the shotcrete facing using optical survey methods, and 3) ground cracks and other

signs of disturbance in the wall backfill zone by daily visual inspection.

Zones containing more resistant cobbly, concretionary or well cemented sandstone
and conglomerate should be anticipated during construction of the soil nail wall.
Consequently, nail construction in such zones would be expected to necessitate cor-
ing or percussion drilling. We recommend that an experienced specialty contractor be

used for construction of the soil nail wall.

Nail installation and wall construction should be observed by Ninyo & Moore or
the City’s designated representative. The contractor should provide equipment and
instrumentation needed to check placement of steel bars and concrete within the
nail holes. The quantity of grout and the grout pressure, if applicable, should be re-
corded by the contractor for each nail. The nails should be tested to check for the

design considerations presented here.

8.1.14. Pipe Bedding and Modulus of Soil Reaction

It is our recommendation that the new pipelines, where constructed in open excavations,
be supported on 6 or more inches of granular bedding material. Granular pipe bedding
should be provided to distribute vertical loads around the pipe. Pipe bedding should
have a Sand Equivalent (SE) of 30 or greater, and be placed around the sides and the
crown of the pipe. In addition, the pipe bedding material should extend 1 foot or more
above the crown of the pipe. Bedding material and compaction requirements should be
in accordance with the recommendations of this report, the project specifications, and

applicable requirements of the appropriate governing agency.
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The modulus of soil reaction is used to characterize the stiffness of soil backfill placed
at the sides of buried flexible pipes for the purpose of evaluating deflection caused by
the weight of the backfill over the pipe (Hartley and Duncan, 1987). A soil reaction
modulus of 1,000 pounds per square inch (psi) may be used for an excavation depth of
up to about 5 feet when backfilled with granular soil compacted to a relative compac-
tion of 90 percent as evaluated by the ASTM D 1557. A soil reaction modulus of

1,400 psi may be used for trenches deeper than 5 feet.

8.1.15. Trench Zone Backfill

Based on our subsurface exploration, the on-site earth materials may be generally suit-
able for re-use as trench zone backfill provided they are free of organic material, clay
lumps, debris, and rocks greater than approximately 3 inches in diameter. We recom-
mend that trench backfill materials be in conformance with the “Greenbook™ (Standard
Specifications for Public Works) specifications for structure backfill. Soils classified as
silts or clays should not be used for backfill in the pipe zone. Fill should be moisture-
conditioned to generally above the laboratory optimum. Trench backfill should be com-
pacted to a relative compaction of 90 percent as evaluated by ASTM D 1557 except for
the upper 12 inches of the backfill in pavement areas that should be compacted to a
relative compaction of 95 percent as evaluated by ASTM D 1557. Lift thickness for
backfill will depend on the type of compaction equipment utilized, but fill should gen-
erally be placed in lifts not exceeding 8 inches in loose thickness. Special care should

be exercised to avoid damaging the pipe during compaction of the backfill.

8.1.16. Pipe Jacking and Thrust Blocks

As noted above, the section of the pipeline that crosses the deep ravine north of Coun-
try Club Drive may be installed utilizing trenchless methods (e.g., directional drilling,
jack-and-bore, tunneling, etc.). If trenchless methods are employed, jacking and receiv-
ing pits will be installed at each end of the trenchless segment. Due to seasonal

variations in groundwater, the pits may require dewatering during excavation. It should
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be anticipated that more resistant cobbly, concretionary or well cemented sandstone and
conglomerate will also be encountered during excavation and that excavation in such
zones would necessitate heavy ripping, rock breaking, or coring. In addition, resistant
cobbles, concretions, and/or well cemented zones could affect the installation of the
jacked portions of the pipelines by deflecting the bore-and-jack equipment away from
pipeline’s design alignment. We recommend that an experienced specialty contractor be

used for the jack-and-bore operations.

Minor ground surface settlements may occur from the pipe jacking operations. How-
ever, due to the anticipated depth of the proposed pipeline, these settlements are not
anticipated to impact existing improvements provided that an experienced contractor

performs the work.

In order to evaluate the load factors on the proposed pipeline, the loading presented in

the following table should be used.

Table 2 — Loading on Trenchless Segment of Pipeline

Approximate Depth from Existing Load on 36-inch Pipeline/ Load on 24-inch Pipeline/
Ground Surface to Top of Pipeline Casing Casing
(feet) (pounds/lineal foot of pipe) (pounds/lineal foot of pipe)
5 1,500 900
10 2,500 1,400
15 3,100 1,600
20 3,500 1,700

Notes:
Linear interpolation may be used to obtain loading between the depths shown. Loading assumes 36-inch and 24-inch sleeve di-
ameter of the trenchless section. Loading may need to be modified for different sleeve sizes.

Following installation of the pipeline, the jacking and receiving pits should be back-

filled in accordance with recommendations contained in Section 8.1.7.

8.1.17. Lateral Earth Pressure for Thrust Blocks and Jacking
Thrust restraint for buried pipelines may be achieved by transferring the thrust force to
the soil outside the pipe through a thrust block. Thrust blocks may be designed using

the magnitude and distribution of passive lateral earth pressures presented on Figure 9.
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Thrust blocks should be backfilled with granular backfill material and compacted fol-

lowing the recommendations presented in this report.

8.1.18. Seismic Design Considerations

Design of the proposed improvements should be performed in accordance with the re-
quirements of governing jurisdictions and applicable building codes. The following table
presents the seismic design parameters for the site in accordance with CBC (2013) and ad-

justed MCER spectral response acceleration parameters (USGS, 2013).

Table 3 — 2013 California Building Code Seismic Design Criteria

Site Coefficients and Spectral Response Acceleration Parameters Values
Site Class C
Site Coefficient, F, 1.0
Site Coefficient, F, 1.3
Mapped Spectral Response Acceleration at 0.2-second Period, Sg 1.283¢g
Mapped Spectral Response Acceleration at 1.0-second Period, S; 0.496¢g
Spectral Response Acceleration at 0.2-second Period Adjusted for Site Class, Sys 1.283g
Spectral Response Acceleration at 1.0-second Period Adjusted for Site Class, Sy 0.647g
Design Spectral Response Acceleration at 0.2-second Period, Spg 0.855¢g
Design Spectral Response Acceleration at 1.0-second Period, Sp, 0.431g

8.2.  Foundations

Foundation recommendations presented in the following sections are for shallow, spread foot-
ings bearing on compacted fill or competent materials comprising the Cabrillo Formation.
Based on our review of the project plans (IEC, 2013; 2014), foundations supporting the pro-
posed reservoir are anticipated to bear within materials comprising the Cabrillo Formation.
Foundations should be designed in accordance with structural considerations and the following
recommendations. Requirements of the appropriate governing jurisdictions and applicable

building codes should be considered in the design of the structures.

8.2.1. Shallow Footings
Shallow, spread or continuous footings, founded in compacted fill materials may be de-

signed using a net allowable bearing capacity of 3,000 pounds per square foot (psf).
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Footings founded in materials comprising the Cabrillo Formation may be designed us-
ing a net allowable bearing capacity of 4,500 psf. Spread footings should be founded
24 inches below the lowest adjacent grade. Continuous footings should have a width of
18 inches and isolated footings should be 24 inches in width. The allowable bearing ca-
pacity may be increased by 250 psf for every foot of increase in width or 600 psf for
each additional foot of embedment up to a value of 8,000 psf. These allowable bearing
capacities may be increased by one-third when considering loads of short duration such
as wind or seismic forces. The spread footings should be reinforced in accordance with
the recommendations of the project structural engineer. If cemented or concretionary
zones are encountered and removed during footing excavation, the resulting voids may

be backfilled with CLSM. Concrete footings may be placed on CLSM.

8.2.2.  Lateral Resistance

For resistance of footings to lateral loads, we recommend a passive pressure of 350 psf per
foot of depth be used with a value of up to 3,500 psf for footings founded in compacted fill.
For portions of the footings embedded in the Cabrillo Formation, a passive pressure of
500 psf per foot of depth can be used with a value of up to 5,000 psf. These values assume
that the ground is horizontal for a distance of 10 feet, or three times the height generating the
passive pressure, whichever is greater. In those areas where the ground surface slopes down-
ward from the footing/retaining wall at an inclination of 2:1 (horizontal to vertical), a passive
pressure of 150 psf per foot is recommended. At those locations where the ground surface
slopes downward at an inclination of 1.5:1 (horizontal to vertical), we recommend a passive
pressure of 95 psf per foot. We recommend that the upper one-foot of soil not protected by

pavement or a concrete slab be neglected when calculating passive resistance.

For frictional resistance to lateral loads, we recommend that a coefficient of friction of
0.35 be used between engineered fill and concrete and 0.45 be used between formational
materials and concrete. The allowable lateral resistance can be taken as the sum of the

frictional resistance and passive resistance provided the passive resistance does not exceed
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one-half of the total allowable resistance. The passive resistance values may be increased

by one-third when considering loads of short duration such as wind or seismic forces.

8.2.3.  Static Settlement
We estimate that the proposed facilities, designed and constructed as recommended
herein, will undergo total settlement on the order of 1 inch. Differential settlement on

the order of 1/2 inch over a horizontal span of 40 feet should be expected.

8.3.  Retaining Wall Earth Pressures

We understand that the perimeter walls of the reservoirs will act as retaining walls. Retaining
walls may also be constructed at the valve locations. For the design of a yielding retaining wall
that is not restrained against movement by rigid corners or structural connections, an active
pressure represented by an equivalent fluid weight of 65 pounds per cubic foot (pcf) may be
assumed for 2:1 backfill and 40 pounds per cubic foot (pcf) may be assumed for level backfill.
Restrained walls (non-yielding) may be designed for at-rest pressure represented by an equiva-
lent fluid weight of 87 pcf for 2:1 backfill and 60 pcf for level backfill. Seismic loading can be
modeled assuming an inverted triangular loading. Should dynamic earth pressures be consid-
ered in the design, an inverse triangular pressure distribution with an equivalent fluid weight of
14 pcf may be used. For retaining walls with heights of 6 feet or less, dynamic earth pressures
do not need to be considered in the design. These pressures assume low-expansive, granular
backfill as defined in the Materials for Fill section of this report. Wall backfill should be
moisture-conditioned and compacted to a relative compaction of 90 percent at a moisture
content near the optimum as evaluated by ASTM D 1557. A drain should be provided behind

the wall as shown on Figure 10. The drain should be connected to an appropriate outlet.

8.4.  Slabs-on-Grade
We recommend that conventional slabs-on-grade, underlain by compacted fill materials of
generally very low to low expansion potential, be 5 inches in thickness and be reinforced

with No. 4 reinforcing bars spaced 18 inches on center each way. The reinforcing bars
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should be placed near the middle of the slab. As a means to help reduce shrinkage cracks,
we recommend that the slabs be provided with expansion joints at intervals of approxi-
mately 12 feet each way. The final slab thickness, reinforcement, and expansion joint

spacing should be designed by the project structural engineer.

8.5.  Concrete Flatwork

Exterior concrete flatwork should be 4 inches in thickness and should be reinforced with
No. 3 reinforcing bars placed at 24 inches on center both ways. To reduce the potential
manifestation of distress to exterior concrete flatwork due to movement of the underlying
soil, we recommend that such flatwork be installed with crack-control joints at appropriate
spacing as designed by the structural engineer. Exterior slabs should be underlain by
4 inches of clean sand. The subgrade soils should be scarified to a depth of 12 inches,
moisture-conditioned to generally above the laboratory optimum moisture content, and
compacted to a relative compaction of 90 percent as evaluated by ASTM D 1557. Positive

drainage should be established and maintained adjacent to flatwork.

8.6.  Corrosion

The corrosion potential of the near-surface site soils was evaluated using the results of
representative samples obtained from our borings. Laboratory testing was performed to evalu-
ate pH, minimum electrical resistivity, soluble sulfate and chloride contents. The pH and
electrical resistivity tests were performed in accordance with California Test (CT) 643 and the
sulfate and chloride content tests were performed in accordance with CT 417 and 422, respec-

tively. The laboratory test results are presented in Appendix B.

The results of the corrosivity testing indicated electrical resistivity ranging from 310 to
420 ohm-cm, soil pH of 5.7 to 8.9, chloride content of 1,040 to 1,920 parts per million (ppm),
and sulfate content of 0.003 to 0.068 percent (i.e., 30 ppm to 680 ppm). Based on the labora-
tory test results and Caltrans (2012) and American Concrete Institute (ACI) 318 corrosion

criteria, the project site can be classified as a corrosive site. Corrosive soils are defined as

107314001 R Geotech Final.doc 32



La Jolla View Reservoir Replacement Project July 11, 2014
La Jolla, California Project No. 107314001

soils with more than 500 ppm chlorides, more than 0.20 percent sulfates (i.e., 2,000 ppm), a

pH of 5.5 or less, or an electrical resistivity of 1,000 ohm-centimeters or less.

8.7.  Concrete Placement

Concrete in contact with soil or water that contains high concentrations of soluble sulfates can
be subject to chemical and/or physical deterioration. Based on the CBC criteria (CBC, 2013),
the potential for sulfate attack is negligible for water-soluble sulfate contents in soil ranging
from 0.00 to 0.10 percent by weight (i.e., 0 to 1,000 ppm). As noted, the soil samples tested for
this evaluation had water-soluble sulfate contents of approximately 0.003 to 0.068 percent by
weight (i.e., 30 ppm to 680 ppm). Accordingly, the on-site soils are considered to have a negli-
gible potential for sulfate attack. Due to the variable nature of the on-site soils and possible
changes in the soil conditions during grading, we recommend that Type II/V cement with a

water/cement ratio of 0.50 or less, be considered for the project.

8.8. Drainage

Roof, pad, and slope drainage should be directed such that runoff water is diverted away from
slopes and structures to suitable discharge areas by nonerodible devices (e.g., gutters, down-
spouts, concrete swales, etc.). Positive drainage adjacent to structures should be established and
maintained. Positive drainage may be accomplished by providing drainage away from the
foundations of the structure at a gradient of 2 percent or steeper for a distance of 5 feet or more
outside the structure perimeter, and further maintained by a graded swale leading to an appro-
priate outlet, in accordance with the recommendations of the project civil engineer and/or

landscape architect.

Surface drainage on the site should be provided so that water is not permitted to pond. A gradi-
ent of 2 percent or steeper should be maintained over the pad area and drainage patterns should
be established to divert and remove water from the site to appropriate outlets. Care should be
taken by the contractor during final grading to preserve any berms, drainage terraces, intercep-

tor swales or other drainage devices of a permanent nature on or adjacent to the property.
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Drainage patterns established at the time of final grading should be maintained for the life of
the project. The property owner and the maintenance personnel should be made aware that al-

tering drainage patterns might be detrimental to slope stability and foundation performance.

8.9.  Pavement Design

For design of flexible pavements, we have used Traffic Indices (TI) of 5, 6, and 7 to repre-
sent the volume and loading of the traffic for site pavements. If traffic loads are different
from those assumed, the pavement design should be re-evaluated. Actual pavement recom-
mendations should be based on R-value tests performed on bulk samples of the soils

exposed at the finished subgrade elevations once grading operations have been performed.

The resistance (R-value) characteristics of the subgrade soils were evaluated by conducting
laboratory testing on a representative soil sample obtained from our soil boring. The test re-
sult indicated an R-value of 10, which was utilized in our analysis. The preliminary

recommended flexible pavement sections are as follows:

Table 4 — Recommended Pavement Sections

Traffic Index R-value Aspha_llt Concrete Class 2 Aggregate Base
(inches) (inches)
5.0 10 3.0 9.0
6.0 10 3.0 12.5
7.0 10 4.0 14.0

We recommend that the upper 12 inches of the subgrade and aggregate base materials be
compacted to 95 percent relative compaction as evaluated by ASTM D 1557. The pavement

sections should provide an approximate pavement life of 20 years.

In areas where concrete pavement is anticipated, as well as drainage swales and gutters, we
recommend a rigid pavement section consisting of 6 inches of Portland cement concrete un-
derlain by 12 inches of subgrade soils compacted to a relative compaction of 95 percent, as

evaluated by ASTM D 1557.
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9. CONSTRUCTION OBSERVATION

The recommendations provided in this report are based on our understanding of the proposed pro-
ject and on our evaluation of the data collected based on subsurface conditions disclosed by widely
spaced exploratory borings. It is imperative that the geotechnical consultant checks the interpolated
subsurface conditions during construction. We recommend that Ninyo & Moore review the project
plans and specifications prior to construction. It should be noted that, upon review of these docu-

ments, some recommendations presented in this report may be revised or modified.
During construction, we recommend that the duties of the geotechnical consultant include, but
not be limited to the following:

Observing clearing, grubbing, and removals.

Observing excavation, placement, and compaction of fill.

Evaluating imported materials prior to their use as fill (if used).

Performing field tests to evaluate fill compaction.

Observing cut slopes for fractures, joints, and other geologic planes of weakness.

Observing placement of soil nail wall or other shoring methods.

Observing installation of portions of the pipe using trenchless methods.

Observing foundation excavations for bearing materials and cleaning prior to placement of
reinforcing steel or concrete.

Performing material testing services, including concrete compressive strength and steel ten-
sile strength tests and inspections.

The recommendations provided in this report assume that Ninyo & Moore will be retained as the
geotechnical consultant during the construction phase of this project. If another geotechnical
consultant is selected, we request that the selected consultant indicate to the owner and to our
firm in writing that our recommendations are understood and that they are in full agreement with

our recommendations.
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10. LIMITATIONS

The field evaluation, laboratory testing, and geotechnical analyses presented in this report have
been conducted in general accordance with current practice and the standard of care exercised by
geotechnical consultants performing similar tasks in the project area. No warranty, expressed or
implied, is made regarding the conclusions, recommendations, and opinions presented in this re-
port. There is no evaluation detailed enough to reveal every subsurface condition. Variations may
exist and conditions not observed or described in this report may be encountered during construc-
tion. Uncertainties relative to subsurface conditions can be reduced through additional subsurface
exploration. Additional subsurface evaluation will be performed upon request. Please also note that
our evaluation was limited to assessment of the geotechnical aspects of the project, and did not in-
clude evaluation of structural issues, environmental concerns, or the presence of hazardous

materials.

This document is intended to be used only in its entirety. No portion of the document, by itself, is
designed to completely represent any aspect of the project described herein. Ninyo & Moore
should be contacted if the reader requires additional information or has questions regarding the

content, interpretations presented, or completeness of this document.

This report is intended for design purposes only. It does not provide sufficient data to prepare an
accurate bid by contractors. It is suggested that the bidders and their geotechnical consultant per-
form an independent evaluation of the subsurface conditions in the project areas. The independent
evaluations may include, but not be limited to, review of other geotechnical reports prepared for the

adjacent areas, site reconnaissance, and additional exploration and laboratory testing.

Our conclusions, recommendations, and opinions are based on an analysis of the observed site
conditions. If geotechnical conditions different from those described in this report are encountered,
our office should be notified, and additional recommendations, if warranted, will be provided upon
request. It should be understood that the conditions of a site could change with time as a result of
natural processes or the activities of man at the subject site or nearby sites. In addition, changes to

the applicable laws, regulations, codes, and standards of practice may occur due to government ac-
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tion or the broadening of knowledge. The findings of this report may, therefore, be invalidated over

time, in part or in whole, by changes over which Ninyo & Moore has no control.

This report is intended exclusively for use by the client. Any use or reuse of the findings, conclu-
sions, and/or recommendations of this report by parties other than the client is undertaken at said

parties’ sole risk.
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AERIAL PHOTOGRAPHS

Source Date Flight Numbers Scale
County of San Diego 1928 52 C-1 and CA-1 1:15,000

USDA 4-11-1953 AXN-8M 89 and 90 1:20,000
County of San Diego 10-09-1970 4 3and 4 1:10,000
County of San Diego 11-25-1973 31 17 and 18 1:10,000
County of San Diego 10-23-1978 17B 53 and 54 1:20,000
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APPENDIX A

BORING LOGS

Field Procedure for the Collection of Disturbed Samples
Disturbed soil samples were obtained in the field using the following methods.

Bulk Samples
Bulk samples of representative earth materials were obtained from the exploratory borings.

The samples were bagged and transported to the laboratory for testing.

The Standard Penetration Test (SPT) Sampler

Disturbed drive samples of earth materials were obtained by means of a Standard Penetra-
tion Test sampler. The sampler is composed of a split barrel with an external diameter of
2 inches and an unlined internal diameter of 1-3/8 inches. The sampler was driven into the
ground 12 to 18 inches with a 140-pound hammer falling freely from a height of 30 inches
in general accordance with ASTM D 1586. The blow counts were recorded for every
6 inches of penetration; the blow counts reported on the logs are those for the last 12 inches
of penetration. Soil samples were observed and removed from the sampler, bagged, sealed
and transported to the laboratory for testing.

Field Procedure for the Collection of Relatively Undisturbed Samples
Relatively undisturbed soil samples were obtained in the field using the following methods.

The Modified Split-Barrel Drive Sampler

The sampler, with an external diameter of 3 inches, was lined with 1-inch long, thin brass
rings with inside diameters of approximately 2.4 inches. The sample barrel was driven into
the ground with the weight of a hammer or the Kelly bar of the drill rig in general accor-
dance with ASTM D 3550. The driving weight was permitted to fall freely. The approximate
length of the fall, the weight of the hammer or bar, and the number of blows per foot of driv-
ing are presented on the boring logs as an index to the relative resistance of the materials
sampled. The samples were removed from the sample barrel in the brass rings, sealed, and
transported to the laboratory for testing.
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APPENDIX B

LABORATORY TESTING

Classification

Soils and formational soils were visually and texturally classified in accordance with the Unified
Soil Classification System (USCS) in general accordance with ASTM D 2488. Soil classifica-
tions are indicated on the boring logs in Appendix A.

Gradation Analysis

Gradation analysis tests were performed on selected representative soil samples in general accor-
dance with ASTM D 422. The grain-size distribution curves are shown on Figures B-1 through B-
5. These test result were utilized in evaluating the soil classifications in accordance with the USCS.

Atterberg Limits

Tests were performed on selected representative fine-grained samples to evaluate the liquid limit,
plastic limit, and plasticity index in general accordance with ASTM D 4318. These test results
were utilized to evaluate the soil classification in accordance with the USCS. The test results and
classifications are shown on Figure B-6.

Direct Shear Tests

Direct shear tests were performed on relatively undisturbed samples in general accordance with
ASTM D 3080 to evaluate the shear strength characteristics of selected materials. The samples
were inundated during shearing to represent adverse field conditions. The results are shown on
Figures B-7 through B-12.

Expansion Index Tests

The expansion index of selected materials was evaluated in general accordance with ASTM
D 4829. A specimen was molded under a specified compactive energy at approximately
50 percent saturation (plus or minus 1 percent). The prepared 1-inch thick by 4-inch diameter
specimen was loaded with a surcharge of 144 pounds per square foot and was inundated with tap
water. Readings of volumetric swell were made for a period of 24 hours. The results of this test
are presented on Figure B-13.

Soil Corrosivity Tests

Soil pH, and resistivity tests were performed on representative samples in general accordance
with California Test (CT) 643. The chloride content of the selected samples was evaluated in
general accordance with CT 422. The sulfate content of the selected samples was evaluated in
general accordance with CT 417. The test results are presented on Figure B-14.

107314001 R Geotech Final.doc



La Jolla View Reservoir Replacement Project July 11, 2014
La Jolla, California Project No. 107314001

R-Value

The resistance value, or R-value, for site soils was evaluated in general accordance with CT 301.
A representative sample was prepared and evaluated for exudation pressure and expansion pres-
sure. The equilibrium R-value is reported as the lesser or more conservative of the two calculated
results. The test results are shown on Figure B-15.
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APPENDIX C

SLOPE STABILITY ANALYSIS
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